
Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Booth

Asset & Test details

Asset: 3382 Description: printer lead Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

    IEC Lead

 

 

Overall Status: Pass Date Of Test: 06/03/2023

Next Test Due: 06/03/2024

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Booth

Asset & Test details

Asset: 3383 Description: Power Supply Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

    dcwp mmc

 

 

Overall Status: Pass Date Of Test: 06/03/2023

Next Test Due: 06/03/2024

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Booth

Asset & Test details

Asset: 3384 Description: IEC Lead Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 06/03/2023

Next Test Due: 06/03/2024

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Booth

Asset & Test details

Asset: 3385 Description: 5m status extension
lead

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.1 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

    status

 

 

Overall Status: Pass Date Of Test: 06/03/2023

Next Test Due: 06/03/2024

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Booth

Asset & Test details

Asset: 3386 Description: iec 2m lead printer Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.1 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

    generic

 

 

Overall Status: Pass Date Of Test: 06/03/2023

Next Test Due: 06/03/2024

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Booth

Asset & Test details

Asset: 3387 Description: Screen IEC Lead Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.06 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

    generic

 

 

Overall Status: Pass Date Of Test: 06/03/2023

Next Test Due: 06/03/2024

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Booth

Asset & Test details

Asset: 3388 Description: touchscreen psu Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

    DCWPMMC

 

 

Overall Status: Pass Date Of Test: 06/03/2023

Next Test Due: 06/03/2024

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Booth

Asset & Test details

Asset: 3389 Description: Camera PSUMains
Side

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

    600D PSUMain

 

 

Overall Status: Pass Date Of Test: 06/03/2023

Next Test Due: 06/03/2024

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Booth

Asset & Test details

Asset: 3390 Description: Canon PSU Camera
Side

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

    Canon

 

 

Overall Status: Pass Date Of Test: 06/03/2023

Next Test Due: 06/03/2024

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Booth

Asset & Test details

Asset: 3391 Description: LENOVO PBooth
Laptop PSU

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

    Lenovo

ADLX45NCC3A

 

Overall Status: Pass Date Of Test: 06/03/2023

Next Test Due: 06/03/2024

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Booth

Asset & Test details

Asset: 3576 Description: Extention Lead Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.23 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

    Masterplug

4 Way

T06

Overall Status: Pass Date Of Test: 08/06/2023

Next Test Due: 08/06/2024

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3667 Description: IEC Lead 1 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3668 Description: iEC Lead 2 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3669 Description: IEC Lead 3 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3670 Description: IEC Lead 4 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3671 Description: IEC Lead 5 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3672 Description: IEC Lead 6 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3673 Description: IEC Lead 7 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3674 Description: IEC Lead 9 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3675 Description: iEC Lead 10 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3676 Description: iec Lead 11 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3677 Description: IEC Lead 12 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3678 Description: IEC Lead 13 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3679 Description: IEC Lead 14 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3680 Description: IEC Lead 15 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3681 Description: IEC Lead 16 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3682 Description: IEC Lead 17 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3683 Description: IEC Lead 18 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3684 Description: IEC Lead 19 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3685 Description: IEC Lead 20 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3686 Description: IEC Lead 21 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3687 Description: IEC Lead 22 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3688 Description: IEC Lead 23 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3689 Description: IEC Lead 24 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3690 Description: IEC Lead 24 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3691 Description: IEC Lead 25 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3692 Description: Lead Light Laser Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Earth Continuity > 19.99 ohm Fail

Comments:

 

 

 

Overall Status: Fail Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3693 Description: IEC Lead 26 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3694 Description: IEC Lead 27 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3695 Description: IEC Lead 28 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3696 Description: IEC Lead 29 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3697 Description: Touchscreen PSU Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3698 Description: Touchscreen Block Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3699 Description: Photobooth Printer 1
Lead

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3700 Description: Photobooth Printer 2
Lead

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3701 Description: Touchscreen Block 2 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3702 Description: Touchscreen PSU 2 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3703 Description: DJ Mista MRW541
Ltop Powe

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3704 Description: DJ Mista MRPbth01
LTP Pwr

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3705 Description: DJ Mista MRPbth02
LTP Pwr

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3706 Description: DJ Mista MRDELL
LTP Pwr

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3707 Description: IEC Lead 1 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.06 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3708 Description: IEC Lead 02 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3709 Description: IEC Lead 03 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3710 Description: IEC Lead 04 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3711 Description: IEC Lead 05 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3712 Description: IEC Lead 06 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3713 Description: 3713 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.04 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3714 Description: IEC Lead 08 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3715 Description: IEC Lead 09 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.04 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3716 Description: IEC Lead 10 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3717 Description: IEC Lead 11 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3718 Description: IEC Lead 12 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3719 Description: IEC Lead 12 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.06 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3720 Description: IEC Lead 13 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3721 Description: IEC Lead 13 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.04 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3722 Description: IEC Lead 14 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.04 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3723 Description: IEC Lead 15 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3724 Description: IEC Lead 16 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.04 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3725 Description: IEC Lead 17 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3726 Description: IEC Lead 18 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3727 Description: IEC Lead 19 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3728 Description: IEC Lead 21 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.06 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3729 Description: IEC Lead 23 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3730 Description: 5m Surge Multigang
Xtn

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 250 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3731 Description: 5m Surge Multigang
Xtn 2

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 250 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3732 Description: 25m Ext LD Orange Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.06 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3733 Description: 25m Ext LD Yellow Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.04 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3734 Description: CHARGER Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3735 Description: Mic Pwr1 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3736 Description: Mic Pwr2 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3737 Description: Mic Pwr3 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3738 Description: EOS600 Pwr Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3739 Description: M50 MkII PWR Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3740 Description: Mini Mixer PWR Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3741 Description: Projector PWR Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3742 Description: Jelly Ball1 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3743 Description: Jelly Ball2 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3744 Description: Pbooth Light Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3745 Description: LEDScreenController Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3746 Description: Trueconn LED
Screen M1

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3747 Description: Trueconn LED
Screen M2

Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3748 Description: Touchscreen PSU 3 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.05 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:



Test Certificate

Test Conducted By: HNC Electrical Contractors Ltd, 24mill Close , Elsenham, Essex, CM22 6EG

On Behalf Of: ,

Site: DJ Mista MR

Location: Full Setup

Asset & Test details

Asset: 3749 Description: touchscreen PSU 4 Testcode:

Make: Model: Serial No:

Test Result Unit Status

Plug Pass

Flex Pass

Enclosure Pass

Environment Pass

Socket Pass

Switch Pass

Voltage 230 V Information

IEC Lead Continuity 0.04 ohm Pass

Insulation Voltage 500 V Information

Insulation > 19.99 MOhm Pass

IEC Lead Polarity Pass

Comments:

 

 

 

Overall Status: Pass Date Of Test: 05/10/2023

Next Test Due: 05/10/2025

Test Instrument: Seaward Apollo 500 25H-0111 Tested By: HNC

Signed By:
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